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Cable Size:

2 Core FP200 1/1.5mm² for inputs
4 Core FP200 1/1.5mm² for network 
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FloWatch Master Panel
      Wiring Diagram

Revision 1

2A

100K Ω (Ohm)

Fu
se

1A
Inputs 1-4 can be configured as ;

Flow Switch
Isolation Valve
Heating System
Pump Running 
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Inputs 1-8 can be configured as ;

Flow Switch
Isolation Valve
Heating System 
Pump Running 

Refer to Installation, Operational & Maintenance manual for ‘Addressing’ and connecting expansion modules

Cable Size:

2 Core FP200 1/1.5mm² for inputs
4 Core FP200 1/1.5mm² for network 
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